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CONTINUOUS FLUORESCENT
TUBE AND BALLAST CONCEALED
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EXIT SIGN (SHADED AREA
INDICATES DIRECTION OF
EGRESS)

SUPPLY DIFFUSER

FLUORESCENT PARABOLIC LIGHT
FIXTURE

RETURN GRILL

RECESSED FLUORESCENT WALL
WASHER

PENDANT MOUNTED LIGHT

FLUORESCENT DOWN LIGHT
FIXTURE

RADIANT PANEL

UNDER CABINET TASK LIGHT

CEILING CONTRACTOR TO MEASURE EACH CEILING AREA AND ESTABLISH A
CEILING LAYOUT TO BALANCE BORDER WIDTHS AT OPPOSITE EDGES OF EACH
ROOM. AVOID USE OF LESS$THAN 6" TILES.

RECESSED COVE LIGHT

A.F.F.10' 6"

SD SLT

SD SLT SD SLT

TYPICAL DOUBLE DEVICE MOUNTINGTYPICAL SINGLE DEVICE MOUNTING
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C1

C2

STRUCTURE ABOVE EXPOSED.  SEAL CONCRETE SLAB AND RIB STRUCTURE
WITH CLEAR MATTE URETHAYNE PAINT.  PAINT ALL EXPOSED MECHANICAL UNITS
AND DEVICES TO MATCH.

LED PERIMETER LIGHTING AROUND AXIOM PERIMETER TRIM

C3 C$4, REFER TO FINISH SCHEDULE FOR MORE INFORMATION

C4 C$5, REFER TO FINISH SCHEDULE FOR MORE INFORMATION

C5 C$6, REFER TO FINISH SCHEDULE FOR MORE INFORMATION

C6 FINISHED SKYLIGHT ABOVE.  GYPSUM WALLBOARD TO BE PAINTED, PT$1, U.N.O.

C7 RECESSED PERIMETER LIGHT FIXTURE.  LITECONTROL, WALL/SLOT 2100.

C8 LINEAR LIGHT FIXTURE, RECESSED, DIRECT.  LITECONTROL, MOD 66.

C9 EXISTING CEILING TO REMAIN.  REPLACE ANY DAMAGED OR DIRTY CEILING TILES,
AND RELAMP EXISITNG FIXURES TO REMAIN.

C10 PAINT EXPOSED CEILING, REFER TO FINISH SCHEDULE FOR PAINT TYPE.

C11
RECESSED METAL TRACK IN UNDERSIDE OF SOFFIT FOR TEMPERED, LAMINATED
GLASS

C12 UNISTRUT  SUPPORT IN CEILING FOR RADIOLOGY EQUIPMENT.

PERIMETER RECESSED WALL
SLOT LIGHT FIXTURE

C13 REFER TO SHEET ELECTRICAL LIGHT PLAN FOR LIGHTING WITHIN SPACE.

C14 PROVIDE A FRY REGLET REVEAL TO TERMINATE MATERIAL / COLOR CHANGE,
DRM$25$25

C15
SUSPENDED GYPSUM WALLBOARD CEILING ON STUDS.  SUSPENDED BY 1/2 INCH
CABLE WIRE.  ANCHOR CEILING TO ADJACENT WALLS WHERE NECESSARY.

SOFFIT FASCIA AND UNDERSIDE TO BE PAINTED PT$4

SOFFIT FASCIA AND UNDERSIDE TO BE PAINTED PT$7

SOFFIT FASCIA AND UNDERSIDE TO BE PAINTED PT$5

SOFFIT FASCIA AND UNDERSIDE TO BE PAINTED PT$10

C16

C17

C18

C19

SOFFIT FASCIA AND UNDERSIDE TO BE PAINTED PT$1C20

SOFFIT FASCIA AND UNDERSIDE TO BE PAINTED PT$3C21

SOFFIT FASCIA AND UNDERSIDE TO BE PAINTED PT$8C22

MAIN RUN FOR SPRINKLER LINES.  COORDINATE LOCATIONS OF SPRINKLER
HEADS WITH FIRE PROTECTION DRAWINGS.

C23

SUSPENDED ACCOUSTIC CEILING ON 2X6 METAL STUDS.  SUSPENDED BY 1/2 INCH
CABLE WIRE.  ANCHOR CEILING TO ADJACENT WALLS WHERE NECESSARY.

C24

1. EXPOSED CEILING TO RECEIVE A TWO PART EPOXY COATING IN PT$1.

2. REFER TO STRUCTURAL DRAWINGS FOR PATIENT LIFT SUPPORT DETAILS.

3. PROVIDE A TOTAL OF (8) PATIENT LIFTS.  (3) TO BE USED ON THE SECOND FLOOR.
(5) TO BE USED ON THE FIRST FLOOR.  FIRST FLOOR UNITS DO NOT REQUIRE ANY
TRACK OR STRUCTURAL SUPPORT.

PAINT EXISTING STEEL TRUSSES  WITH SHERWIN WILLIAMS PRO INDUSTRIAL HI$
BILD WATER BASED CATALYZED EPOXY COATING IN SHERWIN WILLIAMS COLOR
TBD

C25

EXTERIOR WALL SCONCE

FIRE ALARM STROBE

FAA FIRE ALARM ANNUCIATOR

F FIRE ALARM PULL STATION

FIRE ALARM STROBE LIGHT

S

H

HEAT DETECTOR

SMOKE DETECTOR

FIRE ALARM / HORN /
STROBE LIGHT $ WALL MOUNTED

FIRE ALARM / HORN /
STROBE LIGHT $ CEILING MOUNTED

SPRINKLER HEAD

CEILING MOUNTED MEDICAL GAS $
OXYGEN

1. REFER TO SHEET AE704 FOR INTERIOR FINISH SCHEDULE.

2. REFER TO SHEET AE603 FOR TYPICAL CUBICLE CURTAIN TRACK DETAIL.

3. COORDINATE LOCATIONS OF SPRINKLERS, HVAC, AND FIRE PROTECTION
WITH MEP AND FIRE PROTECTION DRAWINGS.
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